Effect of electrolyte components on electrochemical generation and disinfection efficiency of active chlorine

Husam Damen Al-Hamaiedeh

Civil and Environmental Engineering Department, Mu’tah University, P.O. Box 7, 61710 Karak, Jordan
Tel. +962 795515401; Fax +962 375540; email: husamh@mutah.edu.jo

Received 21 March 2009; Accepted in revised form 11 October 2009

ABSTRACT

Electrochemical generation of active chlorine (AC) from chloride bearing electrolytes of different constituents and different initial pH values has been studied in this paper. The research involved three stages. In the first stage, sodium chloride electrolytes were used, and the effect of electrolyte concentration and pH value on AC generation rate was studied. The second stage involved the combined effect of adding calcium chloride and sodium fluoride to the electrolyte on AC current efficiency. The disinfection efficiency of the generated AC from electrolytes of different constituents was investigated in the final stage. Use of electrolytes of low initial pH value and with low concentrations (less than 25 mg/L) decreased the generation rate of AC. Adding calcium chloride to the electrolyte in ratios up to 25% increased both disinfection and current efficiencies of AC. However, adding sodium fluoride to the electrolyte in concentrations up to 1 g/L did not affect AC current efficiency, which means that water disinfection and fluoridation of water can be conducted simultaneously. Because sodium and calcium chlorides are available as by products of potassium manufacturing in the Dead Sea area in Jordan, generation of AC from electrolytes containing both sodium and calcium chloride is highly feasible.

Keywords: Active chlorine; Electrolyzer; Current efficiency; Generation rate; Cathode